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PIER E22L - GIRDER CONDUIT PLAN
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PIER E22L - INSIDE PIER CONDUIT AND CABLE TRAY PLAN

NOTES:

. This plan sheet is a record drawing from

2. The installed components shall not be limited

3. All cable trays and conduits shown on this
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The State of Callfornla or Its offlcers or agents shall nof be responsible for
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Oakland Touchdown 1 contract. The Contractor
shall verify the existing installation. See
sheet E-30 of Oakland Touchdown 1, contract
No. 04-0120L4.

to the ones listed below, but shall be a
complete installation. For details, see Bridge
Structures Girder Westbound, +yp|cal Detail
sheets.

- Furnish and install (4) one-inch inner-ducts
with TOS fiber op+|c cables in one inner-duct,
into eX|s+|ng conduit shown on this drawing.
Refer to riser diagram on sheets E-978
+hrough E-981 and detail on E-973.

- Inspect for system ground continuity.

drawing are existing. Bold ones are to be used
for pulling cable.
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